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CONTROLLER FLAG NOTES

@ POT HOLE EXISTING MAINLINE PRIOR TO CONTROL WIRE BORE. REPLACE
SOD DISTURBED DURING DIRECTIONAL BORING OPERATIONS WITH NEW SOD.

@ INSTALL CONTROL WIRE IN 1—1/2 INCH CL 200 PVC SLEEVE. DO NOT
PARK DIRECTIONAL BORING EQUIPMENT ON GRAVESITES. BORES TO BE
SO—INCHES DEEP. CONTRACTOR IS RESPONSIBLE FOR REMOVING BORE

SLURRY AND DISPOSING OFF SITE.

@ CONNECT THE NEW TWO WIRE CONTROL CABLE TO THE EXISTING VALVES IN
THE SAME MANNER AS THE NEW VALVES PER THE IRRIGATION DETAILS.
REPLACE THE SOLENOID FOR FOR ALL EXISTING VALVES.

REMOVE EXISTING REMOTE CONTROL VALVE AND REPLACE WITH NEW
REMOTE CONTROL VALVE ASSEMBLY PER THE IRRIGATION DETAILS.

@ REMOVE EXISTING REMOTE CONTROL VALVES NOT REQUIRED THIS PHASE.

GROUND REMOTE CONTROL VALVE INDICATED PER THE REMOTE CONTROL

VALVE DETAILS SHEET 11.7.

Vs
REMOVE EXISTING LEIT SOLAR CONTROLLERS AND DISPOSE OF OFF SITE, //
REPAIR DEMOTION AREA TO MATCH SURROUNDING CONDITIONS, REFER TO X
LANDSCAPE PLANTING DRAWINGS AND SPECIFICATIONS FOR SOD TYPE. // &/
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GROUND AS SHOWN PER FLAGNOTE C6 AND DETAIL 2, SHEET [1.7.
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